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INSPECTION REPORTINSPECTION REPORTINSPECTION REPORTINSPECTION REPORT     ----    TypeTypeTypeType    RRRR    ServiceServiceServiceService

E35282911203261026

Date 2012-03-26 File Number E352829
Responsible Office Northbrook Volume 1
Inspection Center 111 Account / Order Number NONE
CCN OBJY2 UL Rep Name Wilson E. Delos Trinos
Product Category [Insulating Devices and Materials  - 

Component] (Plastic Materials and 
Electrical Insulation Systems - 
Component) Systems, Electrical 
Insulation - Component

UL Representative  ID 91169

Subscriber - Factory 
Number

100571-714 Factory Representative Mr. NASEEM JAVED 
KALAIR

Manufacturer Name ELECTRIC POWER INC Factory Rep Phone 905-965-6946
Manufacturer 
Address

5-1215 MEYERSIDE DR

MISSISSAUGA

ON L5T 1H3 CANADA

Factory Rep Email kalair@electpower.com

Nature of Visit Initial Production 
Inspection

Sample Status Samples not required

Listing/Classification/Recognized 
(Unlisted) Component Marks 
Used  Since Last Visit

Yes Listing/Classification/Recognized 
(Unlisted) Component Marks 
Removed 

No

Variation Notice Issued No

VN Corrective Action Follow-up Performed? No

PRODUCT DOCUMENTSPRODUCT DOCUMENTSPRODUCT DOCUMENTSPRODUCT DOCUMENTS     ////    PRODUCTION READY VISITPRODUCTION READY VISITPRODUCTION READY VISITPRODUCTION READY VISIT

No Products Examined - Production Ready Visit

                                                                              Section/ Multiple
Model                         Product                                  Class    RNN     Listed

EP220-1                       Component Transformer Insulation System          1        No

SAMPLE DOCUMENTSSAMPLE DOCUMENTSSAMPLE DOCUMENTSSAMPLE DOCUMENTS

If samples are required to be sent to ULI Laboratory, indicate below.  If required samples are not sent, explain in the Comments area.

    Type/Style/
     Cat/Model           Name                    Sample Tag Number          Shipped to Office

No Samples

Additional Comments: Initial Production Inspection per project 12CA14272.  Proc, components, reviewed.  Verified that 
manufacturer has critical components for noted insulation system.  
Required markings for recognition - Company Name/File No., Insulation System Designation, C-UR 

Mark (for Canada).

In addition to the requirements specified in the applicable UL Services agreement and Follow-Up Service Procedure, UL further defines 
responsibilities, duties and requirements for both manufacturers and UL representatives  in the document titled "UL Mark Surveillance 
Requirements" that can be located at www.ul.com/fus, and in accordance with the applicable terms and conditions of the document at 



www.ul.com/responsibilities.  Manufacturers without Internet access may obtain the current versions of these documents from their local UL 
customer service representative or UL field representative.


